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1. Project Report 

1.1 Agency Point of Contact 

Mr. Bill Sanders 

Director, Public Works 

9430 Jackson Loop, Building 1442 

Fort Belvoir, Virginia 

703-806-3017 

 

1.2 Total Area of Site  

The Working Animal Support Building (WASB) site is approximately 0.21 acres.  The 

WASB will be constructed at the location of the existing National Geospatial-Intelligence Agency 

(NGA) Remote Inspection Facility (RIF).  The WASB has been configured at the existing RIF site to 

minimize the impact to existing plantings.  

 

1.3 Total Area of Building, Parking, and Roads  

The WASB is approximately 688 square feet or 0.016 acres.  There project includes 

constructing approximately 92 square feet or 0.002 acres of new sidewalk.  A portion of the 

interior of the RIF will be reconfigured.  

 

1.4 Projected Employment 

The WASB will not employ any new workers. 

 

1.5 Relationship to Master Plan 

 The current Master Plan update shows the site for a Canine Care Facility (CCF) located 

near the RIF.  The CCF will not be built.  Instead, the smaller WASB will be constructed and some 

of the functions originally planned for the CCF will be performed in the reconfigured areas of the 

existing RIF. 

 

1.6 Coordination with Local Government and COG 

A Record of Environmental Consideration (REC) was prepared for the project.  The REC 

documented that the project was determined to be categorically excluded under the provisions 

of CX (C)(1), AR 200-2, 32 CFR part 651, Appendix B, Section II.  A General Conformity Record of 

Non-Applicability was developed for the project.  No coordination was made with local 

governments and the Council of Governments. 

 

1.7   Schedule of Construction and Occupancy 

 Construction of the WASB and site features will begin in late 2015 or early 2016 with 

completion by the spring of 2016.   
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1.8  Project Cost and Funding 

 Funding for the WASB is provided from NGA Operations and Maintenance funding and 

the estimated cost for the design and construction is $720,000.00.   

 

2. Narrative 

Background 

NGA has a K-9 explosive detection capability at its NGA Campus East (NCE) facility in 

Springfield, VA.  NGA has one handler for each of its explosive detection dogs.  Each handler 

takes his dog home at night.  While at work, the dogs must be groomed and exercised daily, 

receive general and skill specific training, and be given food, water, and rest breaks.  In addition, 

the dogs must receive veterinary care.  The Working Animal Support Building (WASB) will be 

used for all of these requirements.  The facility will also allow the handlers to maintain their 

qualifications in law enforcement/physical security by allowing the dogs to be left in the WASB 

while they attend meetings and conduct collateral security duties.  The dogs will continue to be 

housed with their trainers at night. 

 

Project Site 

The site is located on Fort Belvoir North Area (FBNA), formerly known as the Engineering 

Proving Ground (EPG), within the campus of the National Geospatial-Intelligence Agency (NGA).  

The site is located to the south of the intersection of Barta Road and Heller Road, adjacent to 

the NGA Remote Inspection Facility (RIF).  

 

Stormwater Management 

The project will meet all state and federal stormwater management requirements. The final 

design uses a grass lines swale to meet all state stormwater quality and quantity requirements 

and EISA 438 option 1, the reduction of the 95th percentile storm event. The grass lines swale is 

designed to reduce quantity by allowing infiltration and improve quality by the filtering and 

settling out pollutants. Erosion and sediment control devices such as silt fence and inlet 

protection will be used during construction of the project. A total of 0.21 acres of disturbance 

will occur during construction and 0.017 acres of impervious cover will be constructed. 

 

Tree Removal and Restoration/Replacement 

No trees will be removed for this project. The WASB has been sited to avoid disturbing the 

existing shrubs in the planting bed behind the RIF. 

 

Parking 

No additional parking will be provided for the WASB.  
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Utilities 

All utilities for the WASB will be obtained from the existing RIF.  No tree removal will be 

needed for utilities installation. 

 

3. Documentation 

3.1 NEPA was covered with a Record of Environmental Consideration (REC); attached. 

3.2 Record of Non-Applicability (RONA); attached. 

3.3 SHPO Documentation – Section 106 Consultation; attached 

3.4 95% Construction Drawings; attached.  




























